An increase in the start/stop cycles of hydraulic turbines due to the penetration of intermittent renewable energy sources is important. Hydraulic instabilities that occur in hydraulic turbines during start/stops may cause structural issues in the turbine components. High-stress fluctuations on the runner blades are expected during start-ups due to the unsteady pressure loading on the runner blades. This paper presents experiments performed on a 10 MW prototype Kaplan turbine at the Porjus Hydropower Center during a start-up cycle. Synchronized unsteady pressure and strain measurements on a runner blade and axial, bending (in two directions) and torsion strain measurements on the shaft were performed. In addition, the general parameters of the turbine (e.g., rotational speed, guide vane opening and runner blade angle) were acquired. Low-frequency fluctuations (0-15 Hz) were observed in the pressure data on the runner blade after opening the guide vanes from the completely closed position. A higher strain value was observed on the strain gauges installed on the runner blade near the hub (200-500 µm/m ) compared to the ones near the shroud at the leading and trailing edge. The strain fluctuation level on the shaft decreased after loading the generator by further opening the guide vanes. Higher fluctuations were observed in the torsion strain compared to axial and bending strain. In addition, the torsion strain peak-to-peak value reached 12 times its corresponding value at 61% guide vane opening.
Introduction
Hydraulic turbines are widely used for flexible electricity generation, including frequency control, because the amount of produced electricity from intermittent renewable energy sources has considerably increased. Consequently, these turbines operate under a larger range of discharge values and undergo more transient operations than what they were initially designed for. Transient operations consist of load variation, start, stop, speed-no-load, runaway and emergency shutdown, where the last two operations represent non-normal operation. Severe hydrodynamic conditions may provoke high-pressure fluctuations in the turbine, particularly on the runner blades [1] . This outcome directly affects the unit operational lifetime and imposes more regular refurbishment requirements [2, 3] .
During the start-up cycle, the runner accelerates from zero to synchronous speed, which is called speed-no-load operation. After the runner speed is stabilized, the generator is magnetized, and the guide vane opening increases to the set value. The unsteady flow leaving the runner has a large swirl during the start-up operation [4] . Low-frequency transient loads that occur on the runner blades induce that the guide vane opening rate was an important parameter that affected the pressure distribution on the runner blade.
It is difficult to simulate the start-up or shutdown of a prototype turbine due to the computational cost attributed to the wide range of time scales that arise from the turbine operational time, which can be as high as 30 -40 s, and as low as 0.01 s for the rotor-stator interaction. Moreover, boundary conditions (e.g., transient inlet and outlet of the turbine, guide vane movement, variable rotational speed and variable runner blade) have to be carefully treated in numerical simulations. Nicolle et al. [20] performed numerical flow simulations of a low head Francis turbine during the start-up. Two start-up scenarios were studied. The obtained pressure value on the blade leading edge showed that although the maximum pressure was captured, the pressure fluctuation was damped compared to the experimental data. Later, structural analysis was performed on the same test case [21] . An overall trend of the mean strain was correctly predicted but the strain fluctuations were not obtained. Recently, one-way fluid-structure coupled simulations were performed on a medium head Francis turbine to investigate the stochastic strain on the runner blade [22] . The synchronous speed was overpredicted by approximately 10%. The stochastic loads were only partially captured on the leading edge. It was mentioned that two-way coupling was needed to obtain the correct blade loading at the trailing edge. In addition, cavitation was not included in the analysis. A prototype pump-turbine was numerically investigated during the start-up operation [23] . At the beginning of the start-up, the flow after the guide vanes formed a ring-shaped structure that became very strong at speed-no-load. The results showed that the pressure fluctuations close to the stay vanes and in the draft tube during the speed-no-load could reach 3.8-8 times that at full load. In addition, the fluctuation of radial and tangential forces on the runner increased by reaching the synchronous speed, which implied the non-uniform flow on the runner blades.
Compared with prototype turbines, the numerical simulations of model turbines, including flow simulations and fluid-structure coupled simulations, are affordable during the start-up operation [24] [25] [26] [27] . Numerical simulations showed an overestimation of the synchronous speed by 5% for a bulb turbine model during speed-no-load [26] . One-way fluid-structure coupling was used to predict the strain value on the runner blade. The mean strain value was correctly captured while the strain fluctuations were underestimated by a factor of two. A pump-turbine model was numerically investigated during the start-up [27] . Pressure fluctuations at the guide vane outlet were in a good agreement with the experimental results. The dynamic strain amplitude obtained from the simulations was consistent with the experimental results.
Prototype measurements are costly. Therefore, few results are published in the literature but their detailed results are valuable. The majority of published studies are on strain measurements on the runner blades and on pressure measurements in the draft tube. There are no published investigations on simultaneous pressure and strain measurements on the blades and shaft during the start-up operation of a prototype Kaplan turbine. Such measurements are of interest to correlate the flow acting on the runner blade with its effect on the remaining rotating and stationary domains. This information may help assess the condition in which the runner operates by performing relatively simple measurements on the shaft. Furthermore, the runner blade movement during the start-up operation can be optimized to reduce the pressure fluctuation on the runner blades. In this study, the start-up operation of the prototype Kaplan turbine, Porjus U9, was experimentally investigated. Unsteady pressure and strain measurements were performed on the runner blade, and axial, bending and torsional strain measurements were performed on the shaft. The strain and pressure fluctuations, particularly at low frequency, are discussed during different sequences of the start-up.
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Experimental Setup and Instrumentation

Prototype Turbine Description
This study was carried out on the Porjus U9 Kaplan turbine prototype, which belongs to the Porjus Hydropower Center located in the old Porjus hydropower plant on the Lule River. This turbine features a runner with a diameter of 1.55 m and six blades. The runner is located approximately 7 m below the tailwater. The penstock has a total length of approximately 67.1 m with three elbows. The diameter of the penstock varies between 10.5 m at the penstock inlet and 2 m before the spiral case inlet. The draft tube length is approximately 11 m. The rated rotational speed and net head are 600 rpm and 55.5 m, respectively. The distributor has 18 unequally distributed stay vanes and 20 equally spaced guide vanes. The rated output power and flow discharge are 10 MW and 10 m 3 s −1 , respectively.
Instrumentation
Different types of transducers were installed on the rotating and stationary components of the turbine. Figure 1 shows the schematic view of the turbine as well as the location and view of two rotating slave chassis on the shaft. A brief description of the installed transducers and data acquisition system is provided here. Additional details on the transducer installation on the blade and data acquisition system are provided in [28] . 
Measurement on the Runner Blade
Miniature piezo-resistive pressure transducers (Kulite LL-080 series) were used. Six pressure transducers were installed on the pressure side (P-PS-1-P-PS-6) and six on the suction side (P-SS-1-P-SS-6) of one runner blade. The first letter in the transducer name stands for 'Pressure', and the second part shows the location of the measurements, e.g., blade pressure side (PS) or suction side (SS). The transducers were located at the intersection of imaginary circles that pass through 1/3 and 2/3 of the blade's span and 1/4, 1/2 and 3/4 of the blade's chord lines. According to the preliminary finite element analysis, three points were selected on the blade for mounting strain gauges; one strain gauge was mounted close to the leading edge, the second one was mounted near the runner blade hub, and the third one was mounted close to the trailing edge. Two uniaxial strain gauges 
Miniature piezo-resistive pressure transducers (Kulite LL-080 series) were used. Six pressure transducers were installed on the pressure side (P-PS-1-P-PS-6) and six on the suction side (P-SS-1-P-SS-6) of one runner blade. The first letter in the transducer name stands for 'Pressure', and the second part shows the location of the measurements, e.g., blade pressure side (PS) or suction side (SS). The transducers were located at the intersection of imaginary circles that pass through 1/3 and 2/3 of the blade's span and 1/4, 1/2 and 3/4 of the blade's chord lines. According to the preliminary finite element analysis, three points were selected on the blade for mounting strain gauges; one strain gauge was mounted close to the leading edge, the second one was mounted near the runner blade hub, and the third one was mounted close to the trailing edge. Two uniaxial strain gauges (K-LY41-6/350-3-2M manufactures by HBM) were installed at each point in the radial and tangential directions on the pressure and suction side. Thus, 12 uniaxial strain gauges were installed on the blade. The transducer S-SS-1T corresponds to the strain measured on the blade suction side at point 1 in the tangential direction. Figure 2 shows the location of pressure transducers and strain gauges on the runner blade pressure side.
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The analog signals from the transducers were collected by the data acquisition system composed of two rotating slave chassis, one stationary slave chassis and one master computer. Each slave included a NI cRIO-9014 embedded real-time controller. One of the rotating slave chassis was installed on the shaft to digitize the signals from the strain gauges installed on the shaft. The other rotating slave chassis was installed on top of the turbine shaft. The pressure transducers and strain gauges on the runner blade were connected to this unit. The stationary slave chassis acquired the turbine operational parameters such as guide vane opening, runner blade opening angle, power output, headwater level and tailwater level from the turbine control room. The signals from an encoder as well as distance transducers, which were installed near the turbine guide bearing to The uncertainty analysis for the pressure transducers and strain gauges (installed on the runner blade and shaft) was performed using six nonconsecutive repeated measurements at the part load operating point (44.5% guide vane opening). Although there was a deviation in the guide vane opening (approximately 1.3%) and runner blade angle (approximately 0.6 • ) in the repetitions, only a maximum relative variation of approximately 10% was observed between the standard deviations of individual pressure transducers. The uncertainty for P-PS-2, P-PS-3, P-PS-4, P-PS-6, P-SS-3 and P-SS-4 was estimated to be approximately 0.05%, 0.14%, 0.06%, 0.05%, 0.02% and 0.06%, respectively. The maximum uncertainty of 0.01% was calculated for the strain gauges installed on the runner blade and the shaft.
Measurement on the Shaft
A total of six strain gauges were installed to the shaft surface between the generator guide bearing and turbine guide bearing. Four uniaxial strain gauges (K-LY41-6/350-3-2M manufactures by HBM) were installed in the axis direction with a 90 • spacing for axial and bending strain measurements. This configuration allows us to individually calculate the axial strain and bending strain in the X and Y directions. The rotating coordinate system on the shaft was defined in such a way that the runner rotates in the clockwise direction around the Z-axis, as shown in Figure 1 . Two torsion strain gauges (K-XY41-6/350-3-2M manufactures by HBM) were mounted on the same shaft section in the axis direction with a 180 • spacing.
Data Acquisition System
The analog signals from the transducers were collected by the data acquisition system composed of two rotating slave chassis, one stationary slave chassis and one master computer. Each slave included a NI cRIO-9014 embedded real-time controller. One of the rotating slave chassis was installed on the shaft to digitize the signals from the strain gauges installed on the shaft. The other rotating slave chassis was installed on top of the turbine shaft. The pressure transducers and strain gauges on the runner blade were connected to this unit. The stationary slave chassis acquired the turbine operational parameters such as guide vane opening, runner blade opening angle, power output, headwater level and tailwater level from the turbine control room. The signals from an encoder as well as distance transducers, which were installed near the turbine guide bearing to acquire the shaft displacement, were also digitized by the same unit. The encoder signal was digitized by all data acquisition units (DAQ), which allow postmeasurement synchronization. The signals were oversampled at 5 kHz and then digitally downsampled to 2.5 kHz.
Data Processing
Transient variation and spectral analysis of the pressure and strain signals were carried out. The time-averaged values of the transient signals were obtained using the Savitzky-Golay method [29] . A polynomial order of two with a frame size of 5 s was selected. The fluctuation component of the signal can be expressed as:
where X(t), X(t) and X(t) are the fluctuating component of the signal, the time-averaged value of the signal, and the acquired raw signal, respectively. The spectral analysis of the data was carried out using the short-time Fourier transform (STFT) in MATLAB. The fluctuating component of the pressure and strain signals was considered for the spectral analysis. A window size of 11 s with a 95% overlap was selected. The power spectral density obtained from the spectral analysis was modified by the following equation:
The obtained frequencies are normalized by the runner rotational frequency. The pressure data are normalized with respect to the initial pressure value in the turbine chamber before filling the waterway (P re f ).
The time-averaged normalized peak-to-peak value was calculated by considering 2σ, which holds 95% of the highest peak of the data within the sliding window, to investigate the strain and pressure fluctuation amplitudes during the start-up operation to compare these values to the steady-state operation with a 61% guide vane opening. A sliding window size of 0.1 s was used. The average value of each signal at the steady-state operation was used to normalize the peak-to-peak values.
The transient strain data obtained on the shaft showed an interference of the encoder signal in the rotating slave chassis installed on the shaft. This signal added spikes at a frequency of 10 Hz, which corresponded to the turbine runner rotational frequency. The spikes appeared at the same time for all strain gauges. A Savitzky-Golay filter with a polynomial order of two and a frame size of 0.02 s was applied to the strain data. The values of the spikes were replaced by the filtered values at that location which removed the effect of the encoder signal. By comparing the treated signals with the original signals, it was determined that the time-averaged value obtained by the Savitzky-Golay method was not influenced by these spikes.
Results and Discussion
Synchronized pressure and strain measurements were performed on the prototype Kaplan turbine during the start-up operation. Several pressure transducers and strain gauges installed on the runner blade could not deliver reliable data due to malfunctioning. Therefore, only the data of the pressure transducers P-PS-2, P-PS-3, P-PS-4, P-PS-6, P-SS-3 and P-SS-4 and strain gauges S-PS-3R, S-PS-3T, S-SS-4R, S-SS-4T, S-SS-5R, S-SS-5T, S-SS-6R and S-SS-6T will be presented. All strain gauge data from the shaft will be presented. The need to discard some of the sensors indicates the challenging environment in the runner and the need to develop simple and efficient methods to assess the health of the turbine. The variation in the turbine general parameters (e.g., guide vane opening, runner blade angle and rotational speed) is presented. The detailed analysis of the pressure and strain fluctuations was performed, and the frequency spectral analysis was carried out to assess the frequency development, particularly in the low-frequency region. Four nonconsecutive repeated measurements at the start-up were performed to examine the repeatability of the measurement, and similar results were obtained.
The start-up operation of the Kaplan turbine consists of different stages. Figure 3 shows the variation in the runner blade angle, normalized rotational speed and guide vane opening. The rotational speed and guide vane opening were normalized by the rated rotational speed and the maximum guide vane opening, respectively. During the first stage, t 0 , which is called the acceleration phase, the guide vanes were opened from the completely closed position with a prescribed opening rate until the opening limit was reached, i.e., approximately 14% opening. The runner rotational speed increased with an increase in the flow rate. The angle of runner blades decreased from −7 • to −17 • and remained unchanged until the end of the magnetization phase to further increase the runner angular momentum. The runner blade angle and the guide vane angular opening range of this unit was +10 • to −17 • and 0-35 • (0-100% opening), respectively. The guide vanes remain unchanged for approximately 25 s. When the rotational speed reached the fold back speed (approximately 90-95% of the rated speed), after a slight increase in the guide vane opening, it decreased to fold back opening and remains in this position for 37 s. This stage is called speed-no-load and corresponded to the period t 1 in Figure 3 . The synchronous speed was achieved, and there was no significant variation in the runner blade angle and guide vane opening during this phase. During the third stage, t 2 , the generator magnetization was initiated, and the guide vanes were automatically opened in a limited range and remained unchanged until t = 120 s, while the runner blades were still at the minimum angle. Thereafter, during the fourth stage, t 3 , the guide vane opening increased to the value given by the unit operator (in this case, 61% opening), and the runner blades automatically adjusted to −4.4 • . The power output increased by further opening the guide vanes. rotational speed and guide vane opening were normalized by the rated rotational speed and the maximum guide vane opening, respectively. During the first stage, , which is called the acceleration phase, the guide vanes were opened from the completely closed position with a prescribed opening rate until the opening limit was reached, i.e., approximately 14% opening. The runner rotational speed increased with an increase in the flow rate. The angle of runner blades decreased from −7° to −17° and remained unchanged until the end of the magnetization phase to further increase the runner angular momentum. The runner blade angle and the guide vane angular opening range of this unit was +10° to −17° and 0-35° (0%-100% opening), respectively. The guide vanes remain unchanged for approximately 25 s. When the rotational speed reached the fold back speed (approximately 90%-95% of the rated speed), after a slight increase in the guide vane opening, it decreased to fold back opening and remains in this position for 37 s. This stage is called speed-noload and corresponded to the period in Figure 3 . The synchronous speed was achieved, and there was no significant variation in the runner blade angle and guide vane opening during this phase. During the third stage, , the generator magnetization was initiated, and the guide vanes were automatically opened in a limited range and remained unchanged until t = 120 s, while the runner blades were still at the minimum angle. Thereafter, during the fourth stage, , the guide vane opening increased to the value given by the unit operator (in this case, 61% opening), and the runner blades automatically adjusted to −4.4°. The power output increased by further opening the guide vanes. Figure 4 presents the variation in the axial strain, torsion strain and bending strain in the X and Y direction on the shaft. The vertical black dashed lines divide each stage of the start-up operation. In the first stage, three peaks can be observed in the axial strain. The axial strain increases by opening the guide vanes, and the first peak occurs when the guide vane opening reaches the opening limit at t = 3 s. Thereafter, the axial strain decreases because the blade angle and guide vane opening are constant and the pressure difference between the blade pressure and suction side decreases. By decreasing the runner blade angle, the axial strain is increased and the second peak occurs at approximately t = 18 s where the blade angle reaches the minimum value. This outcome occurs because the projected area of the runner increases by closing the runner blades. Then, the runner accelerates, and the strain decreases as the flow stabilizes with the constant guide vane opening and runner blade angle. A small variation in the strain is observed by changing the guide vane opening Figure 4 presents the variation in the axial strain, torsion strain and bending strain in the X and Y direction on the shaft. The vertical black dashed lines divide each stage of the start-up operation. In the first stage, three peaks can be observed in the axial strain. The axial strain increases by opening the guide vanes, and the first peak occurs when the guide vane opening reaches the opening limit at t = 3 s. Thereafter, the axial strain decreases because the blade angle and guide vane opening are constant and the pressure difference between the blade pressure and suction side decreases. By decreasing the Energies 2019, 12, 4582 8 of 20 runner blade angle, the axial strain is increased and the second peak occurs at approximately t = 18 s where the blade angle reaches the minimum value. This outcome occurs because the projected area of the runner increases by closing the runner blades. Then, the runner accelerates, and the strain decreases as the flow stabilizes with the constant guide vane opening and runner blade angle. A small variation in the strain is observed by changing the guide vane opening at the end of the first stage. During the second and third stages (i.e., speed-no-load and generator magnetization, respectively), the axial strain follows the movement of the guide vanes because the runner blade angle is fixed. This continues during the fourth stage until the runner blade angle increases, which decreases the axial load on the runner. This outcome shows that the axial strain on the shaft is directly proportional to the guide vane opening and inversely proportional to the blade angle. The minimum axial strain is obtained under the speed-no-load condition. Similar to the axial strain, the time-averaged torsion strain variation follows the guide vane opening except for the first stage, as the rotational speed of the turbine is not at the rated speed. The torsion strain is increased in the beginning by opening the guide vanes as the shaft startes to rotate from a still position. Then, the torsion strain is decreased by increasing the rotational speed where it reaches the synchronous speed at the end of the first stage. The minimum torsion strain is obtained during the speed-no-load phase at approximately 10 µm/m because there is no power extracted from the generator. This value mainly reflects the losses in the turbine bearings and ventilation losses in the generator. The variation of the time-averaged bending strain in the X and Y directions follows the guide vane opening in all stages except for the first stage as the runner blade angle is also changed. The bending strain increases in magnitude by increasing the guide vane opening and decreases by lowering the opening. The bending strain in both directions instantly increases by opening the guide vane from the completely closed position. Then, it is decreased until the end of the first stage. This outcome shows that the lateral forces acting on the runner blade are high at the beginning of the start-up phase compared to those during the speed-no-load condition, which indicates a nonsymmetrical flow. at the end of the first stage. During the second and third stages (i.e., speed-no-load and generator magnetization, respectively), the axial strain follows the movement of the guide vanes because the runner blade angle is fixed. This continues during the fourth stage until the runner blade angle increases, which decreases the axial load on the runner. This outcome shows that the axial strain on the shaft is directly proportional to the guide vane opening and inversely proportional to the blade angle. The minimum axial strain is obtained under the speed-no-load condition. Similar to the axial strain, the time-averaged torsion strain variation follows the guide vane opening except for the first stage, as the rotational speed of the turbine is not at the rated speed. The torsion strain is increased in the beginning by opening the guide vanes as the shaft startes to rotate from a still position. Then, the torsion strain is decreased by increasing the rotational speed where it reaches the synchronous speed at the end of the first stage. The minimum torsion strain is obtained during the speed-no-load phase at approximately 10 ⁄ because there is no power extracted from the generator. This value mainly reflects the losses in the turbine bearings and ventilation losses in the generator. The variation of the time-averaged bending strain in the X and Y directions follows the guide vane opening in all stages except for the first stage as the runner blade angle is also changed. The bending strain increases in magnitude by increasing the guide vane opening and decreases by lowering the opening. The bending strain in both directions instantly increases by opening the guide vane from the completely closed position. Then, it is decreased until the end of the first stage. This outcome shows that the lateral forces acting on the runner blade are high at the beginning of the start-up phase compared to those during the speed-no-load condition, which indicates a nonsymmetrical flow. Figure 5 shows the transient variation of the normalized peak-to-peak value of the axial strain, torsion strain and bending strain in the X and Y directions on the shaft. The strain peak-to-peak values were normalized using the average value of each strain data obtained during the steady-state operation reached at the end of the transient. The average peak-to-peak value of axial strain, torsion strain and bending strain in the X and Y directions in the steady-state operation are 1.25, 2.80, 7.40 and 7.06 ⁄ , respectively. Large variations in the normalized peak-to-peak value are observed in the torsion strain compared to the axial and bending strains. A high peak is observed at the end of the first stage during a small change in the guide vane opening before reaching the speed-no-load phase. The peak-to-peak value gradually increases after magnetization and reaches the maximum Figure 5 shows the transient variation of the normalized peak-to-peak value of the axial strain, torsion strain and bending strain in the X and Y directions on the shaft. The strain peak-to-peak values were normalized using the average value of each strain data obtained during the steady-state operation reached at the end of the transient. The average peak-to-peak value of axial strain, torsion strain and bending strain in the X and Y directions in the steady-state operation are 1.25, 2.80, 7.40 and 7.06 µm/m, Energies 2019, 12, 4582 9 of 20 respectively. Large variations in the normalized peak-to-peak value are observed in the torsion strain compared to the axial and bending strains. A high peak is observed at the end of the first stage during a small change in the guide vane opening before reaching the speed-no-load phase. The peak-to-peak value gradually increases after magnetization and reaches the maximum value at t = 133 s, which is approximately 12 times that of the steady-state, when the guide vanes opening increases and the runner blades are still at the minimum angle. The level of the strain fluctuation amplitude is considerably lowered after adjusting the runner blade angle at t = 150 s. No significant bending strain fluctuations in the X and Y directions are observed during the start-up compared to the steady-state operation. The axial strain fluctuation level decreases by decreasing the runner blade angle during the first phase of the start-up. A constant level of fluctuation is observed during the speed-no-load and generator magnetization phases. Then, it slightly increases by further opening the guide vanes as the runner blades are at the minimum opening. Thereafter, it reaches the minimum level as the runner blade angle is adjusted. Figure 6 shows the power spectra of the axial strain data obtained from the shaft during the start-up operation. Low-frequency fluctuations are observed in the normalized frequency range of 0-1.5 (0-15 Hz) at the beginning of the start-up, 0-10 s. The runner blade angle is constant, −7°, and guide vanes are opened from the closed position to 14%. The low guide vane angle creates a large swirling flow in the vaneless space with recirculation, which might be the cause of these high random fluctuations. High shear flow and turbulence level occurs during low guide vane opening and runner blade angle. A dominant normalized frequency of 2 is observed in the spectrogram, which appears when the runner rotational speed is close to the synchronous speed, at t = 30 s. This dominant frequency might be attributed to the runner blade configuration consisting of two runner blades; one blade was instrumented with transducers, and the other blade with only an epoxy to balance the runner. Except for this frequency, no significant dominant frequency in the low-frequency region is observed during the speed-no-load operation. A dominant normalized frequency appears after generator loading ( = 0.93), t = 80-120 s; the frequency varies by changing the guide vane opening and runner blade angle. Later, one can see this dominant frequency in the pressure data on the runner blade pressure side and strain results on the runner blade. Houde et al. [30] reported a dominant frequency below the runner rotational frequency ( = 0.88), which results from the rotating stall being linked to vortical flow structures in the vaneless space at speed-no-load. The number of these structures can be altered by the guide vane opening, as described in [31] , which can result in different dominant frequencies. The dominant frequency and energy intensity slightly increase at t = 120-150 s. The variation of this dominant frequency is accompanied by the variation of another low frequency (approximately = 0.12) at the same time period but in the opposite direction, which indicates a coupling between them. Figure 6 shows the power spectra of the axial strain data obtained from the shaft during the start-up operation. Low-frequency fluctuations are observed in the normalized frequency range of 0-1.5 (0-15 Hz) at the beginning of the start-up, 0-10 s. The runner blade angle is constant, −7 • , and guide vanes are opened from the closed position to 14%. The low guide vane angle creates a large swirling flow in the vaneless space with recirculation, which might be the cause of these high random fluctuations. High shear flow and turbulence level occurs during low guide vane opening and runner blade angle. A dominant normalized frequency of 2 is observed in the spectrogram, which appears when the runner rotational speed is close to the synchronous speed, at t = 30 s. This dominant frequency might be attributed to the runner blade configuration consisting of two runner blades; one blade was instrumented with transducers, and the other blade with only an epoxy to balance the runner. Except for this frequency, no significant dominant frequency in the low-frequency region is observed during the speed-no-load operation. A dominant normalized frequency appears after generator loading ( f n = 0.93), t = 80-120 s; the frequency varies by changing the guide vane opening and runner blade angle. Later, one can see this dominant frequency in the pressure data on the runner blade pressure side and strain results on the runner blade. Houde et al. [30] reported a dominant frequency below the runner rotational frequency ( f n = 0.88), which results from the rotating stall being linked to vortical flow structures in the vaneless space at speed-no-load. The number of these structures can be altered by the guide vane opening, as described in [31] , which can result in different dominant frequencies. The dominant frequency and energy intensity slightly increase at t = 120-150 s. The variation of this dominant frequency is accompanied by the variation of another low frequency (approximately f n = 0.12) at the same time period but in the opposite direction, which indicates a coupling between them. are observed in the torsion strain spectrogram starting in the speed-no-load phase and loading the generator, respectively. These frequencies appear in the axial strain at different times; = 0.93 appears during the generator magnetization phase and = 2 appears at the end of the acceleration phase. Similar to the axial strain results, the dominant frequency of = 0.93 changes with the guide vane and runner blade movement at t = 120 s. As observed in the axial strain spectrogram in Figure  6 , the variation of this dominant frequency is accompanied by another low frequency, approximately = 0.12. In addition, = 1.6 is observed during when the generator is loaded. This frequency could be attributed to the magnetic stiffness and the stiffness of the stator considering a rigid body motion. Figure 8 presents the spectrogram of the bending strain on the shaft in the X-direction. In the low-frequency region, the bending strain fluctuations have an evolving dominant normalized frequency increasing from 0.2 to 1 during the acceleration phase. The dominant normalized frequency of = 1 could be seen after reaching the synchronous speed at t = 35 s. A high-intensity region is observed around = 3.2 from the beginning of the start-up until t = 140 s when the runner blades were opened from the minimum angle. This observation indicates a coupling between the twisting (torsional) and the bending motion of the runner. Another dominant frequency ( = 0.88) appears for a short period of time, at t = 120-140 s, when the runner blades are slightly opened. Another high-intensity region is observed around = 2.5 during the generator loading, . A similar frequency content is observed for the bending strain in the Y direction. Therefore, it is not presented. The frequency spectra of the torsion strain data obtained from the shaft are shown in Figure 7 . Most of the energy in the spectrogram is accumulated around the region within f n = 2.5-4. These fluctuations start from the beginning of the start-up and continues until t = 140 s, where the runner blade angle is adjusted by the governor according to the given guide vane opening. Thereafter, the high-intensity region narrows and appears around f n = 3.2. This frequency corresponds to the first torsional mode of the shaft. Similar to the axial strain spectrogram, the low-frequency fluctuations are observed at the beginning of the start-up until t = 15 s. Similar to the bending strain spectrogram, an evolving dominant frequency could be seen that follows the runner rotational frequency and reaches f n = 1 at the end of the acceleration phase. Dominant frequencies of f n = 0.93 and f n = 2 are observed in the torsion strain spectrogram starting in the speed-no-load phase and loading the generator, respectively. These frequencies appear in the axial strain at different times; f n = 0.93 appears during the generator magnetization phase and f n = 2 appears at the end of the acceleration phase. Similar to the axial strain results, the dominant frequency of f n = 0.93 changes with the guide vane and runner blade movement at t = 120 s. As observed in the axial strain spectrogram in Figure 6 , the variation of this dominant frequency is accompanied by another low frequency, approximately f n = 0.12. In addition, f n = 1.6 is observed during t 2 when the generator is loaded. This frequency could be attributed to the magnetic stiffness and the stiffness of the stator considering a rigid body motion. Figure 8 presents the spectrogram of the bending strain on the shaft in the X-direction. In the low-frequency region, the bending strain fluctuations have an evolving dominant normalized frequency increasing from 0.2 to 1 during the acceleration phase. The dominant normalized frequency of f n = 1 could be seen after reaching the synchronous speed at t = 35 s. A high-intensity region is observed around f n = 3.2 from the beginning of the start-up until t = 140 s when the runner blades were opened from the minimum angle. This observation indicates a coupling between the twisting (torsional) and the bending motion of the runner. Another dominant frequency ( f n = 0.88) appears for a short period of time, at t = 120-140 s, when the runner blades are slightly opened. Another high-intensity region is observed around f n = 2.5 during the generator loading, t 2 . A similar frequency content is observed for the bending strain in the Y direction. Therefore, it is not presented. Figure 9 presents the normalized pressure variation on the runner blade for six pressure transducers. Regardless of the normalized pressure values, a similar qualitative behavior is obtained for the transducers on the blade pressure side (P-PS-2, P-PS-3, P-PS-4 and P-PS-6) and S-SS-4 installed on the suction side. However, the pressure variation for the pressure transducer S-SS-3 is different and remains constant up to the end of the third phase (end of the magnetization phase), t = 120 s. Thereafter, the normalized pressure value slightly decreases by increasing the guide vane opening as well as the runner blade angle, and high amplitude fluctuations are captured around t = 160 s. Figure 9 presents the normalized pressure variation on the runner blade for six pressure transducers. Regardless of the normalized pressure values, a similar qualitative behavior is obtained for the transducers on the blade pressure side (P-PS-2, P-PS-3, P-PS-4 and P-PS-6) and S-SS-4 installed on the suction side. However, the pressure variation for the pressure transducer S-SS-3 is different and remains constant up to the end of the third phase (end of the magnetization phase), t = 120 s. Thereafter, the normalized pressure value slightly decreases by increasing the guide vane opening as well as the runner blade angle, and high amplitude fluctuations are captured around t = 160 s. Figure 9 presents the normalized pressure variation on the runner blade for six pressure transducers. Regardless of the normalized pressure values, a similar qualitative behavior is obtained for the transducers on the blade pressure side (P-PS-2, P-PS-3, P-PS-4 and P-PS-6) and S-SS-4 installed on the suction side. However, the pressure variation for the pressure transducer S-SS-3 is different and remains constant up to the end of the third phase (end of the magnetization phase), t = 120 s. Thereafter, the normalized pressure value slightly decreases by increasing the guide vane opening as well as the runner blade angle, and high amplitude fluctuations are captured around t = 160 s. Figure 10 shows the pressure normalized peak-to-peak variation for the pressure transducers on the runner blade. The pressure peak-to-peak values were normalized using the average value of each pressure data during the last phase of the operation (steady-state operation). The average pressure peak-to-peak values of 0.075, 0.081, 0.066, 0.081, 0.030 and 0.080 were obtained during the steady-state operation for P-PS-2, P-PS-3, P-PS-4, P-PS-6, S-SS-3, and S-SS-4, respectively. High amplitude fluctuations are captured for all the pressure transducers at the beginning of the start-up operation by opening the guide vanes while the runner blade angle is approximately −7 • . These fluctuations are approximately 3-7 times larger than those during the steady-state operation. Closing the runner blades, while the guide vanes opening is fixed, temporarily decreases pressure fluctuations on the runner blade during the acceleration phase. No significant changes are observed for the pressure fluctuations from the speed-no-load stage to the end of the magnetization stage, t = 120 s. Thereafter, the fluctuation level considerably decreases for all pressure transducers except for S-SS-3 by opening the guide vane and runner blades around t = 145 s. A large peak is observed at t = 165 s for S-SS-3, which is more than 10 times larger than those during the steady-state operation. Figure 10 shows the pressure normalized peak-to-peak variation for the pressure transducers on the runner blade. The pressure peak-to-peak values were normalized using the average value of each pressure data during the last phase of the operation (steady-state operation). The average pressure peak-to-peak values of 0.075, 0.081, 0.066, 0.081, 0.030 and 0.080 were obtained during the steadystate operation for P-PS-2, P-PS-3, P-PS-4, P-PS-6, S-SS-3, and S-SS-4, respectively. High amplitude fluctuations are captured for all the pressure transducers at the beginning of the start-up operation by opening the guide vanes while the runner blade angle is approximately −7°. These fluctuations are approximately 3-7 times larger than those during the steady-state operation. Closing the runner blades, while the guide vanes opening is fixed, temporarily decreases pressure fluctuations on the runner blade during the acceleration phase. No significant changes are observed for the pressure fluctuations from the speed-no-load stage to the end of the magnetization stage, t = 120 s. Thereafter, the fluctuation level considerably decreases for all pressure transducers except for S-SS-3 by opening the guide vane and runner blades around t = 145 s. A large peak is observed at t = 165 s for S-SS-3, which is more than 10 times larger than those during the steady-state operation. Figure 10 shows the pressure normalized peak-to-peak variation for the pressure transducers on the runner blade. The pressure peak-to-peak values were normalized using the average value of each pressure data during the last phase of the operation (steady-state operation). The average pressure peak-to-peak values of 0.075, 0.081, 0.066, 0.081, 0.030 and 0.080 were obtained during the steadystate operation for P-PS-2, P-PS-3, P-PS-4, P-PS-6, S-SS-3, and S-SS-4, respectively. High amplitude fluctuations are captured for all the pressure transducers at the beginning of the start-up operation by opening the guide vanes while the runner blade angle is approximately −7°. These fluctuations are approximately 3-7 times larger than those during the steady-state operation. Closing the runner blades, while the guide vanes opening is fixed, temporarily decreases pressure fluctuations on the runner blade during the acceleration phase. No significant changes are observed for the pressure fluctuations from the speed-no-load stage to the end of the magnetization stage, t = 120 s. Thereafter, the fluctuation level considerably decreases for all pressure transducers except for S-SS-3 by opening the guide vane and runner blades around t = 145 s. A large peak is observed at t = 165 s for S-SS-3, which is more than 10 times larger than those during the steady-state operation. Figure 11 shows the spectrogram of the pressure transducer P-PS-4 during the start-up. The frequency content of other pressure transducers installed on the pressure side is similar; therefore, they are not presented. Two main evolving dominant frequencies are observed in the frequency spectrum reaching the final value at the beginning of the speed-no-load stage; the runner frequency is f n = 1 and the other frequency is f n = 0.93 (Figure 11a) , which was also observed in the axial and torsion strain on the shaft, as shown in Figures 6 and 7 . By loading the generator and opening the guide vanes, the energy of the runner frequency decreases. However, the intensity of the other frequency ( f n = 0.93) increases, and the dominant frequency value increases after t = 120 s by further opening the guide vanes. This outcome was also observed in the strain data obtained from the shaft. Low-frequency fluctuations ( f n < 1) are captured in all pressure transducers installed on the blade pressure side at the beginning of the start-up, t = 0-10 s, and considerably decrease by reducing the runner blade angle. Figure 11b shows the frequency content within the expected RSI frequency region, approximately f n = 20. No dominant frequency is observed during the start-up operation. The RSI frequency appeares at t = 150 s when the guide vane opening reaches approximately 45%. Clearly, the wakes of the guides are either weak or not developed enough to reach the runner blades.
is
= 1 and the other frequency is = 0.93 (Figure 11a) , which was also observed in the axial and torsion strain on the shaft, as shown in Figure 6 and Figure 7 . By loading the generator and opening the guide vanes, the energy of the runner frequency decreases. However, the intensity of the other frequency ( = 0.93) increases, and the dominant frequency value increases after t = 120 s by further opening the guide vanes. This outcome was also observed in the strain data obtained from the shaft. Low-frequency fluctuations ( 1) are captured in all pressure transducers installed on the blade pressure side at the beginning of the start-up, t = 0-10 s, and considerably decrease by reducing the runner blade angle. Figure 11b shows the frequency content within the expected RSI frequency region, approximately = 20. No dominant frequency is observed during the start-up operation.
The RSI frequency appeares at t = 150 s when the guide vane opening reaches approximately 45%. Clearly, the wakes of the guides are either weak or not developed enough to reach the runner blades. Figure 12 shows the spectrogram of the pressure transducer S-SS-4 during the start-up. The runner frequency is only captured during the speed-no-load stage. Similar to P-PS-4, low-frequency fluctuations ( 1) are observed at the beginning of the start-up. No dominant frequency is detected during the magnetization of the generator in this range. By further opening the guide vane, the varying dominant frequency appears and is similar to P-PS-4 at t = 120-140 s. Figure 12 shows the spectrogram of the pressure transducer S-SS-4 during the start-up. The runner frequency is only captured during the speed-no-load stage. Similar to P-PS-4, low-frequency fluctuations ( f n < 1) are observed at the beginning of the start-up. No dominant frequency is detected during the magnetization of the generator in this range. By further opening the guide vane, the varying dominant frequency appears and is similar to P-PS-4 at t = 120-140 s. The transient strain data obtained from the runner blade are shown in Figure 13 . The strain gauges installed on the runner blade pressure side close to the trailing edge (S-PS-3R and S-PS-3T) experience an increasing strain during the start-up operation as the guide vanes are opened from the closed position. The strain in the radial direction (S-PS-3R) slightly decreases by opening the runner blades at t = 140 s, whereas the guide vanes are further opened. The strain value close to the blade leading edge in the tangential direction (S-SS-4T) has the maximum value at the beginning of the start-up and then gradually decreases by lowering the runner blade angle during the acceleration phase. The strain value remains rather unchanged after the turbine reaches the synchronous speed. However, the strain value at S-SS-4R is rapidly changed from +50 to −150 ⁄ by decreasing the runner blade angle during the first stage of the start-up. Then, the strain values follow the guide vane The transient strain data obtained from the runner blade are shown in Figure 13 . The strain gauges installed on the runner blade pressure side close to the trailing edge (S-PS-3R and S-PS-3T) experience an increasing strain during the start-up operation as the guide vanes are opened from the closed position. The strain in the radial direction (S-PS-3R) slightly decreases by opening the runner blades at t = 140 s, whereas the guide vanes are further opened. The strain value close to the blade leading edge in the tangential direction (S-SS-4T) has the maximum value at the beginning of the start-up and then gradually decreases by lowering the runner blade angle during the acceleration phase. The strain value remains rather unchanged after the turbine reaches the synchronous speed. However, the strain value at S-SS-4R is rapidly changed from +50 to −150 µm/m by decreasing the runner blade angle during the first stage of the start-up. Then, the strain values follow the guide vane movement regardless of the runner blade movement. As expected, the strain gauges installed close to the hub (S-SS-5R and S-SS-5T) experience higher strain values than those at other locations that reach approximately −500 µm/m . The stochastic behavior of the time-averaged strain value could be observed for strain gauges installed close to the blade hub and trailing edge on the suction side at t = 0-120 s.
The fluctuating component of the strain on the runner blades is an important parameter to investigate the fatigue life of a turbine. To compare the fluctuation level of the strain signals, the normalized peak-to-peak values are presented in Figure 14 . The strain peak-to-peak values were normalized using the average value of each strain data during the last phase of the operation (steady-state operation). The average strain peak-to-peak values of 13.78, 14.96, 8.53, 7 .08, 46.74, 108.05, 37.93 and 20.99 µm/m are obtained during the steady-state operation for S-PS-3R, S-PS-3T, S-SS-4R, S-SS-4T, S-SS-5R, S-SS-5T, S-SS-6R and S-SS-6T, respectively. After reaching the synchronous speed, the peak-to-peak values for all strain gauges, except for the ones installed close to the blade leading edge (S-SS-4R and S-SS-4T), have almost the same order of magnitude as those during the steady-state operation. Large peaks are observed for S-SS-4R and S-SS-4T around t = 135 s during the guide vane opening when the runner blades are rather fixed. Similar to the pressure results shown in Figure 10 , the peak-to-peak values first increase by opening the guide vanes and then decrease by opening the runner blades for all strain gauges as the guide vane and runner blade angle matche to achieve a smoother operation. and 20.99 ⁄ are obtained during the steady-state operation for S-PS-3R, S-PS-3T, S-SS-4R, S-SS-4T, S-SS-5R, S-SS-5T, S-SS-6R and S-SS-6T, respectively. After reaching the synchronous speed, the peak-to-peak values for all strain gauges, except for the ones installed close to the blade leading edge (S-SS-4R and S-SS-4T), have almost the same order of magnitude as those during the steady-state operation. Large peaks are observed for S-SS-4R and S-SS-4T around t = 135 s during the guide vane opening when the runner blades are rather fixed. Similar to the pressure results shown in Figure 10 , the peak-to-peak values first increase by opening the guide vanes and then decrease by opening the runner blades for all strain gauges as the guide vane and runner blade angle matche to achieve a smoother operation. Four strain gauges were selected on the blade suction side to analyze the frequency content of their signals; two strain gauges were close to the blade leading edge, and the other two were close to the blade hub. Figure 15 shows the time-frequency plots of strain gauges S-SS-4R and S-SS-4T. The color bar range is slightly different for the subfigures. A dominant normalized frequency ( = 1) is observed for both strain gauges starting at the end of the acceleration phase. The dominant varying frequency is clearly seen for both strain gauges between t = 120 s and t = 140 s, which was previously observed for pressure sensors in Figure 11a and Figure 12. The main difference between the frequency spectrograms of the strain gauges in the radial and tangential direction at this location is the appearing time of the dominant normalized frequency of = 0.93 and = 2. The dominant frequency of = 0.93 appears at the beginning of the magnetization phase for the strain gauge S-SS-4T, whereas it only appears for a short time, t = 50-70 s in the speed-no-load for the strain gauge S-SS-4R. The dominant frequency of = 2 could be observed from the beginning of the fourth stage for S-SS-4R, while it appears in the speed-no-load for S-SS-4T. Four strain gauges were selected on the blade suction side to analyze the frequency content of their signals; two strain gauges were close to the blade leading edge, and the other two were close to the blade hub. Figure 15 shows the time-frequency plots of strain gauges S-SS-4R and S-SS-4T. The color bar range is slightly different for the subfigures. A dominant normalized frequency ( f n = 1) is observed for both strain gauges starting at the end of the acceleration phase. The dominant varying frequency is clearly seen for both strain gauges between t = 120 s and t = 140 s, which was previously observed for pressure sensors in Figures 11a and 12. The main difference between the frequency spectrograms of the strain gauges in the radial and tangential direction at this location is the appearing time of the dominant normalized frequency of f n = 0.93 and f n = 2. The dominant frequency of f n = 0.93 appears at the beginning of the magnetization phase for the strain gauge S-SS-4T, whereas it only appears for a short time, t = 50-70 s in the speed-no-load for the strain gauge S-SS-4R. The dominant frequency of f n = 2 could be observed from the beginning of the fourth stage for S-SS-4R, while it appears in the speed-no-load for S-SS-4T. color bar range is slightly different for the subfigures. A dominant normalized frequency ( = 1) is observed for both strain gauges starting at the end of the acceleration phase. The dominant varying frequency is clearly seen for both strain gauges between t = 120 s and t = 140 s, which was previously observed for pressure sensors in Figure 11a and Figure 12 . The main difference between the frequency spectrograms of the strain gauges in the radial and tangential direction at this location is the appearing time of the dominant normalized frequency of = 0.93 and = 2. The dominant frequency of = 0.93 appears at the beginning of the magnetization phase for the strain gauge S-SS-4T, whereas it only appears for a short time, t = 50-70 s in the speed-no-load for the strain gauge S-SS-4R. The dominant frequency of = 2 could be observed from the beginning of the fourth stage for S-SS-4R, while it appears in the speed-no-load for S-SS-4T. Figure 16 shows the spectrogram of the strain gauges S-SS-5R and S-SS-5T during the start-up. A varying dominant normalized frequency (reaching f n = 1) and its harmonics are observed for both strain gauges reaching their final value at the end of the acceleration phase. The dominant normalized frequency of f n = 0.93 could be only seen for S-SS-5R appearing in the speed-no-load, approximately t = 50 s. This outcome indicates a fluid phenomenon that is initially oscillating in the radial direction close to the hub (S-SS-5R), at t 1 , and then in the circumferential direction in the leading edge (S-SS-4T), at t 2 . A dominant frequency of f n = 2.5 and its harmonics are also observed for both strain gauges. This frequency could be attributed to the blade's fundamental mode. frequency of = 0.93 could be only seen for S-SS-5R appearing in the speed-no-load, approximately t = 50 s. This outcome indicates a fluid phenomenon that is initially oscillating in the radial direction close to the hub (S-SS-5R), at , and then in the circumferential direction in the leading edge (S-SS-4T), at . A dominant frequency of = 2.5 and its harmonics are also observed for both strain gauges. This frequency could be attributed to the blade's fundamental mode. 
Conclusion
The start-up operation of the prototype Kaplan turbine was experimentally investigated. The synchronized unsteady pressure and strain measurement on the runner blade and strain measurement on the shaft were performed. The measurement on the shaft consisted of axial, torsion and bending strain measurement. The strain gauges on the blade were installed in the radial and tangential direction. The instrumentation and data acquisition system were briefly mentioned. The general parameters of the turbine (e.g., runner rotational speed, guide vane opening, and runner blade angle) were also acquired to differentiate each phase of the start-up operation. The guide vane opening value and runner blade angle were automatically adjusted by the governor from the beginning of the operation until the end of the generator magnetization. The runner rotational speed increased almost exponentially during the first phase.
The strain measurement on the shaft showed that the axial, torsion and bending strains followed the guide vane opening during the start-up except for the first phase where the runner blade angle simultaneously changed with the guide vane opening. The axial strain data showed that the projected area of the runner blades directly affected the axial strain in the shaft. The bending strain peak-topeak value in the X and Y directions was almost three times larger than the axial strain fluctuation. This outcome may cause problems in the turbine bearing due to the non-uniform load distribution. Large variations of the normalized peak-to-peak value were observed in the torsion strain compared 
Conclusions
The strain measurement on the shaft showed that the axial, torsion and bending strains followed the guide vane opening during the start-up except for the first phase where the runner blade angle simultaneously changed with the guide vane opening. The axial strain data showed that the projected area of the runner blades directly affected the axial strain in the shaft. The bending strain peak-to-peak value in the X and Y directions was almost three times larger than the axial strain fluctuation. This outcome may cause problems in the turbine bearing due to the non-uniform load distribution. Large variations of the normalized peak-to-peak value were observed in the torsion strain compared to the axial and bending strains. A large torsion strain fluctuation was observed close to the speed-no-load phase, which was approximately nine times that of the steady-state operation; the fluctuation amplitude gradually increased from the second phase, and another large peak (approximately 12 times that of the steady-state operation) was obtained at the beginning of the last phase at t = 133 s, where the guide vane opening increased and the runner blade angle was still at the minimum angle. The runner normalized frequency, its second harmonic, and f n = 0.93 appeared in the axial and torsion strain data. In addition, a varying dominant frequency ( f n = 0.93-1.14) was obtained at the end of the magnetization phase for approximately 20 s, which was also observed in the pressure and strain data on the runner blade. A high-intensity region was observed in the spectrogram of the torsion data within f n = 2.5-4 appearing at the beginning of the start-up. The frequency band became narrow after increasing the load at t = 140 s.
High amplitude fluctuations were captured for all pressure transducers at the beginning of the start-up operation. No significant changes were observed for the pressure fluctuations from the speed-no-load stage to the end of the magnetization stage. A high fluctuation level was obtained for the pressure transducer installed close to the shroud at the trailing edge during the load increase at t = 165 s. The RSI frequency was not detected for the pressure transducers during the start-up operation. It was shown that the guide vane opening has to reach a certain level (approximately 45%) to observe the RSI frequency. The strain measurement on the runner blade showed that not only a higher strain but also a higher strain fluctuation occurred at the location close to the blade hub. 
